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Abstract
Ventilated facades are one of the most durable and attractive ways of finishing a building facade. The weight of cladding panels 
and substructure elements of ventilated facades is transferred into building structure via carrier brackets (mounting brackets). This 
article is focused on resistance to vertical load which is one of the basic technical requirements that need to be met by facades 
carrier brackets inside the European Union, defined in European Technical Approval Guidelines – ETAG 034. FEM models of carrier 
brackets were presented, and the results of a non-linear analysis were described. The results of the numerical analysis were verified 
by means of laboratory testing. The article examines the influence of adopting various material stress-strain diagrams in FEM models 
on calculation results, especially when pertaining to the viability of applying a diagram in accordance with the continuous strength 
method (CSM). Based on the laboratory tests and the analysis of the FEM models it was shown which part of the carrier bracket is its 
weakest link and is decisive for its load-bearing capacity. The relationship between serviceability limit state and ultimate limit state for 
stainless steel brackets with various overhangs was also presented.
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1 Introduction
Ventilated facades are one of the most popular technolo-
gies of finishing exterior walls in civic buildings. Ventilated 
facades are popular due to high quality of their cladding 
materials which provide excellent visual properties of build-
ing facades. Materials such as fiber cement, HPL, magne-
sium composites, natural stone, ceramics etc. are used as 
external cladding. Cladding panels are mounted to the sub-
structure which transfers the dead load and wind load onto 
the building's structure elements. The substructure of venti-
lated facades consists of a set of rails suspended on carrier 
brackets and supported by stabilizing brackets that transfer 
load generated by wind (see Fig. 1). Carrier brackets of ven-
tilated facades transfer the weight of facade cladding and 
the substructure onto load-bearing parts of the building's 
walls. Additionally, carrier brackets can also transfer wind 
load (pressure and suction) which acts upon the surface of 
facade claddings. A typical material used for the production 
of carrier brackets is aluminum alloy 6060 T6 and 1.4301 
stainless steel. Most brackets have a shape of an angled 
bracket and is used for single-sided mounting of vertical 
Fig. 1 Example ventilated facade with a heavy facade cladding:  
1 – substrate (wall), 2 – thermal insulation, 3 – ventilating gap, 
4 – cladding panel, 5 – carrier bracket, 6 – stabilizing bracket, 7 – vertical 
grid rail, 8 – horizontal grid rail, 9 – cladding mounting clasp
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rails in the facade's substructure. Due to the thickness of 
thermal insulation currently in use on building walls, the 
bracket's overhang is usually somewhere between 130 mm 
and 230 mm. Aluminum brackets are manufactured by 
extrusion and steel brackets are usually manufactured by 
bending or cold stamping of sheet metal. Examples of car-
rier bracket solutions are presented in Fig. 2.
2 Technical requirements for ventilated facade 
mounting
Mounting brackets for ventilated facade are the basic and 
the most responsible element that transfers load from the 
facade onto the building's structure. A carrier bracket acts 
as a joint mount of a vertical rail in the form of a support 
anchored in the tie beam. The main loads transferred through 
carrier brackets are dead load (cladding and substructure), 
as well as wind load. Additionally, one has to take into con-
sideration thermal loads and possible live load or accidental 
load according to EN 1991-1-1:2002 [1]. The most import-
ant live loads are crowd pressure and local soft body or hard 
body impact according to ISO 7892:1988 [2]. When deliv-
ering objects localized in territories prone to earthquake, it 
is required to design facades that are impervious to seismic 
influence which can be qualified as an accidental load [3]. 
When it comes to systemic grid structure solutions, each 
mounting element should undergo test procedures pursuant 
to the regulations of the European Technical Assessment 
Group ETAG 034 [4]. According to ETAG 034 [4], "if cal-
culation according to relevant standards is not possible, the 
load bearing capacity and deformation under loading (ten-
sion and shear) shall be determined by test. (…) The aim 
of the test is to determine the load bearing capacity and 
wind resistance of the brackets and their fixings to the sub-
frame under tension and shear loads". In ETAG 034 [4], no 
guidelines pertaining to carrying out computer calculations 
were given. Instead, laboratory testing procedures were pre-
sented. Research procedures described in ETAG 034 [4], 
each time recommends performing at least 5 experiments 
that verify the load-bearing capacity of loaded brack-
ets, depending on their application. For carrier brackets, 
an examination under a vertical (parallel to their plane of 
mounting) load was assigned (see Fig. 3), which is a model 
of loading brackets with the dead load exerted by the ele-
ments of the ventilated facade.
Another examination applicable to carrier brackets and 
stabilizing brackets are load-bearing tests of brackets sub-
ject to horizontal (perpendicular to their plane of mounting) 
load. In both research regiments, it is acceptable to examine 
symmetrical and asymmetrical (one-sided) brackets, but it 
is recommended to place bracket mounting bolts in oval-
shaped holes, in a position that is most distant from the load 
axis. In ETAG 034 [4], an examination is described where a 
carrier bracket is to be subjected to a series of cyclical loads 
with the load in traction growing by 10 daN each cycle, 
with constant speed of load below 500 daN/minute.
For carrier brackets, it is important to determine the 
values of vertical loads, for which the following criteria are 
to be met:
• "1st criterion: The load Fr is that at for which the 
bracket acquires a residual distortion measured at 
the head of wing, equal to: Δl = 0.2 Lx/100, where: 
Lx - being the length of the wing." (see 'L' in Fig. 4)
• "2nd criterion: The loads F1d and F3d are those 
which correspond to 1 mm and 3 mm displacement."
• "3rd criterion: The load Fs is that which corresponds 
to the failure."
Fig. 2 Examples of carrier brackets: traditional aluminum or stainless-
steel bracket (left), insulating bracket made of perforated stainless-
steel (right)
Fig. 3 Plan of a test bench for vertical loads in accordance with [4]: 
1 – load (F), 2 - profile, 3 - substrate, 4 - bracket, 5 – fixing
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One can conclude that criterion 1 is equivalent to achiev-
ing ultimate limit state, whereas criterion 2 is equivalent 
to serviceability limit state, determined depending on the 
cladding technology requirements. In this article, a deflec-
tion of 3 mm – one that is typically used for claddings – 
has been assumed as limit.
3 Analyzed carrier brackets, FEM models and 
laboratory tests
This article focuses on resistance to vertical load of brack-
ets and design using FEM modelling. To this end, the 
finite element analysis of the carrier brackets was made, 
and laboratory tests was carried out to verify the results 
of the analysis. Using the developed FEM models, it was 
checked which part of the carrier bracket is its weakest 
link and is decisive for its load-bearing capacity and what 
is the relationship between serviceability limit state and 
ultimate limit state pursuant to EN 1993-1-4 [5] for car-
rier brackets made of stainless steel of various overhangs. 
It was also decided to examine the influence of adopting 
various material stress-strain diagrams in FEM analy-
sis on calculation results, and in particular a diagram in 
accordance with continuous strength method (CSM) pro-
posed by Garnder [6] and Afshan and Gardner [7].
The research was carried out on carrier brackets made 
of 1.4301 stainless steel in the shape of a cold-formed 
angled bracket made out of a steel sheet 4 mm in thickness. 
In order to meet the increased thermal insulation standards 
of thermal ventilated facades described by Nowak and 
Byrdy [8] and Bikasvet al. [9] brackets of lowered ther-
mal conductivity parameters were designed, which was 
achieved by perforating the bracket's cantilever plate. 
Technical solutions of a thermal carrier bracket that was 
subject to tests is presented in Fig. 4.
Mounting of brackets to a rigid substrate by means of 
M10 bolts was assumed in the least favorable distribution 
(Fig. 5). A FEM analysis was carried out for a model of 
a steel carrier bracket type A (with an overhang of 180 mm) 
and laboratory tests performed in order to verify the mod-
eling method were also carried out. The analyzed case per-
tained to a vertical load of a carrier bracket, which stems 
from the weight of cladding and substructure.
Subsequently, a comparative FEM analysis was carried 
out for three types of carrier brackets of varying overhangs. 
The calculations were performed for a basic (type A) car-
rier bracket, one with a lower overhang (type B) and one 
with a higher overhang (type C).
The FEM analysis was carried out using Dlubal RFEM 
5.0 software. The elasto-plastic isotropic material model 
was adopted with three variants of stress strain diagrams. 
An analysis of large displacements was performed.
Before modeling commenced, a test of 1.4301 steel 
stretching was carried out and, as a result, a diagram of 
stress-strain relationship was acquired (Fig. 6).
Fig. 4 Dimensions of a carrier bracket selected for durability testing
Fig. 5 Bolt layout inside an oval-shaped hole used in laboratory tests 
and assumed for FEM analysis
Fig. 6 An average diagram of stress-strain relationship acquired based 
on 1.4301 steel samples tests
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A bilinear diagram with strain hardening was also cal-
culated using the continuous strength method (CSM) 
according to Gardner [6] and Afshan and Gardner [7]. 
As a comparison, a bilinear diagram with a yielding pla-
teau – without strain hardening, according to EN 1993-
1-1 [10] was assumed. The three variants of the stress-
strain relationship described above used in the analysis are 
presented together in Fig. 7. The overview of the basic type 
A bracket model as compared to the testing bench is pre-
sented in Fig. 8. In FEM models, 4-node shell elements of 
maximum sizes between 0.5 mm (around anchor holes) and 
5 mm were used. Displacement boundary conditions were 
assumed. The location of the supports is shown in Fig. 9, 
followed by descriptions of the types of supports used.
A one-way horizontal support (only contact pressure, 
no contact tension, friction omitted) orientated perpen-
dicularly to the load-bearing wall within the area of the 
bracket's back wall was assumed – marked in blue in Fig. 9. 
Instead of modeling the bolt, displacement restrictions in 
appropriate directions were used. A two-way support 
around the holes was also assumed in the same direction 
(within the area of an exterior diameter equal to a diame-
ter of a circle circumscribed on the head of the anchor and 
the interior diameter equal to the diameter of the hole) – 
marked in green in Fig. 9.
A one-way linear support was adopted within the sec-
tion where a steel sheet comes into contact with the bolt's 
shank (only contact pressure onto the bolt's shank, no con-
tact tension, friction omitted) – marked in red in Fig. 9.
Vertical load was assumed for the regiment equivalent 
to the load applied during a laboratory test, using an artic-
ulated joint of 50 mm in length (Fig. 8). The loads were 
applied in maximum 0.2 kN increments.
Laboratory testing was carried out on 5 samples of type 
A carrier bracket. A Z1200 Zwick/Roell press was used 
for testing. During testing, a load-displacement relation-
ship was registered in the point where load was applied. 
The load was applied in the negative regiment, that is 
upside down in relation to the actual work and the devel-
oped FEM model (see Fig. 8). The testing bench had the 
rigidity that was significantly higher than the rigidity of 
the bracket being tested. The tests were carried out under 
displacement control at the speed of 5 kN/min.
Fig. 7 Stress-strain relationships for 1.4301 stainless steel (top: range 
taken into account in the analysis; bottom: zoom in on the beginning of 
the chart)
Fig. 8 FEM model of a carrier bracket (left), laboratory testing bench 
with upside down carrier bracket (right); L - bracket overhang, F - load
Fig. 9 Supports of the carrier bracket FEM model (the same supports 
were made around the bottom hole): 1 - one-way surface support – only 
contact pressure (blue), 2 - two-way surface support – contact pressure 
and tension (green), 3 - one-way linear support – only contact pressure 
on bolt's shank (red)
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4 Results
4.1 A comparison of laboratory test results with the 
results obtained from type A bracket FEM models
Fig. 10 shows load-displacement paths obtained in five tri-
als during laboratory tests and an average diagram (dis-
placement in the point of force application).
Fig. 11 presents an average diagram of load-displace-
ment from laboratory tests as compared to type A bracket 
FEM analysis results, when using various stress-strain 
relationships. Averaged test results, together with results 
from FEM models are juxtaposed in Table 1. The form 
of failure observed during the course of tests is shown in 
Fig. 12. Bracket failure took place at 8.9 kN of force.
Fig. 13 depicts the deformation form of a type A bracket 
obtained by means of the FEM analysis using elasto-plas-
tic isotropic material with the stress-strain diagram given 
from test (Fig. 6).
Fig. 10 Laboratory test results of a type A bracket in the form of 
loaddisplacement paths
Fig. 11 Calculation results in the form of load-displacement paths for 
type A bracket juxtaposed with an averaged diagram from laboratory tests
Fig. 12 Form of the bracket failure under destructive load of 8.9kN: 
general view of the bracket after the test (left), plasticized bracket 
mounting zone (top right), plasticized washer (bottom right)
Fig. 13 The form of type A bracket deformation based on the FEM 
model under the vertical load of 8.9 kN
Table 1 Type A bracket laboratory test results as compared to the 
results of FEM analysis for various material stress-strain diagrams
Test type
Force (F) characteristic value [kN]
1 mm
bracket deflection
3 mm
bracket deflection
Laboratory tests:
5 bracket tests average
0.94 2.42
FEM analysis:
parameters from tests 1.14 2.47
FEM analysis:
parameters from CSM
1.02 2.14
FEM analysis:
without strain hardening
1.02 2.09
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4.2 Comparative analysis of three bracket types with 
varying overhangs (type A, B and C) based on FEM 
models
Comparative analysis was carried out using a FEM models 
based on an elasto-plastic material with the stress-strain 
diagram from CSM. Fig. 14 presents load-displacement 
diagrams for the three types of brackets being analyzed. 
In order to perform a comparative analysis, the calculation 
results for laboratory tested brackets (type A bracket) with 
bracket of the lowest (type B bracket) and the highest prac-
tically utilized overhang (type C bracket) were juxtaposed 
in Table 2. The bracket analyses were carried out with the 
assumption all brackets were made of the same material, 
same cross section thickness and with the same shape of 
the mounting zone but with varied overhang. Table 2 jux-
taposes the values for the load causing the deflection of the 
bracket's tip of 1 mm and 3 mm and the load values caus-
ing a 5 % strain, which was assumed as a maximum that 
meets ULS, as is acceptable by EN 199314 [5] for detailed 
analyses by means of a finite element method. In order to 
facilitate comparison of results, the values of characteris-
tic and design loads are given. The relationship between 
design and characteristic load equals γf = 1.35 according 
to EN 1990 [11] for dead load. The maximum equivalent 
Huber-Mises strain value occurring on the external or 
internal side of the surface was checked, with the strain on 
one side of the surface calculated according to the Eq. (1), 
where εx is strain in the direction of the axis x, εy is strain 
in the direction of the axis y, γxy is related rotation and ν is 
Poisson's ratio [12].
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Fig. 15 shows equivalent Huber-Mises strain maps 
around the top anchor hole for all three types of brackets.
4.3 Comparison of FEM analyses of brackets with the 
use of various stress-strain diagrams and the influence 
of adopting various ULS criteria 
The comparison was carried out based on type B bracket 
with the overhang of 130 mm as, in this bracket, within 
the range of acceptable deflections, significant areas of 
steel plasticization were observed (Fig. 15). Fig. 16 pres-
ents load-displacement diagrams when using the material 
model with parameters from CSM and from diagram with-
out strain hardening (see Fig. 7). 
In the diagrams, the values of force generating a 5 % 
strain were marked and – for comparison – of one gen-
erating a strain of 0.2 %. Table 3 juxtaposes values of a 
limit load for SLS and ULS for a bracket being investi-
gated. Fig. 17 presents the comparison of strains occurring 
at the same load when using two different stress-strain 
diagrams.
Fig. 14 FEM analysis results in the form of load-displacement paths for 
type A, B and C brackets (CSM material model)
Table 2 The results of the FEM analysis for type A, B and C brackets 
(parameters from CSM, γf = 1.35)
Bracket type Force (F) characteristic / design value [kN]
1 mm bracket 
deflection
3 mm bracket 
deflection
5 % equivalent 
strain
A, L = 180 mm 1.02 / 1.38 2.14 / 2.90 2.11 / 2.85
B, L = 130 mm 1.95 / 2.63 3.65 / 4.92 3.04 / 4.10
C, L = 230 mm 0.62 / 0.83 1.43 / 1.92 1.63 / 2.20
Fig. 15 Equivalent Huber-Mises strain in the zone around the top hole 
taking place at design load corresponding to characteristic load which 
causes a 3 mm bracket tip deflection (parameters from CSM, γf = 1.35)
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5 Discussion
Based on the analysis of diagrams in Fig. 11, a satisfac-
tory compliance of the results obtained from FEM models 
with the results of laboratory tests was found. This con-
firms the usefulness of the adopted FEM model for ana-
lyzing the statics of steel brackets. The calculation results 
were evaluated using Root Mean Square Error (RMSE). 
The error analysis was carried out for the range shown 
in Fig. 11 – the range of displacement up to 6 mm. The 
values of forces corresponding to displacements from the 
considered range were compared. The highest compli-
ance of the FEM analysis results with the results of lab-
oratory tests of the brackets was obtained for the model 
using material stress-strain diagram based on the stretch 
tests of the samples of the material used for bracket man-
ufacturing – the RMSE was 0.15 kN. However, the CSM 
model might prove more useful for engineering analyses 
in practice due to the lack of technical capabilities to test 
samples of stainless steel used for a specific implementa-
tion. The RMSE for result diagram obtained for the model 
using CSM reached the value of 0.40 kN. The use of con-
servative material model without strain hardening resulted 
in RMSE value equal to 0.49 kN.
Both in bracket FEM models and in the laboratory 
tested brackets, with a relatively small strain in the can-
tilever part, a significant deformation of the mounting 
zone was observed. During laboratory tests, the mount-
ing bolt washer has also been plasticized as a result of 
the mounting area deformation. Based on test results, 
it was determined that the cause of the bracket reaching 
a limit state of load-bearing capacity was the plastici-
zation of the bracket mounting zone in the proximity 
of the oval-shaped hole (see Fig. 12). A limit state for 
load-bearing capacity was assumed to be the moment of 
reaching 5 % strain which is acceptable in accordance 
with EN 1993-1-4 [5] for a detailed FEM analysis. This 
assumption was made taking into consideration the char-
acteristics of stainless steel and the analyses presented in 
the literature [13, 14]. 
A comparative analysis of three brackets of varying 
overhangs (type A, B and C) made it possible to observe the 
relationship between loads that generated a limit deflection 
(SLS), and loads generating a limit strain (ULS). For the 
purpose of this analysis, a CSM stress-strain diagram was 
assumed, as it constitutes a better approximation of the real-
istic material stress-strain relationship in reference to a bilin-
ear diagram without strain hardening within the range of the 
most significant strain, i.e. between 0.2 % to 5 % (see Fig. 7). 
As a limit SLS value, a deflection of the bracket's tip of 
3 mm was assumed. In the case of C brackets, this condition 
was met before ULS was reached in the form of 5 % strain. 
The opposite situation occurred in the case of B bracket 
where ULS was reached in the zone around an anchor hole 
with a load lower for about 14 % than SLS (see Table 2). 
Fig. 16 FEM analysis results in the form of load-displacement paths for 
type B brackets when using different stress-strain assumptions
Table 3 Type B bracket FEM analysis results when applying various 
stress-strain diagrams
Material model 
stressstrain 
diagram type
Force (F) characteristic / design value [kN]
3 mm 
deflection 
0.2 % equivalent 
strain
5 % equivalent 
strain
from CSM 3.65 / 4.92 0.74 / 1.00 3.04 / 4.10
without strain 
hardening 3.50 / 4.73 0.74 / 1.00 2.59 / 3.50
Fig. 17 Equivalent Huber-Mises strain in the zone around the top hole 
of type B bracket, occurring at a design load of 4.1 kN when applying 
different stress-strain diagrams: from CSM (left), without strain 
hardening (right)
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Fig. 15 shows that in the case of a type A bracket, with a 
load generating a deflection of 3 mm, strains at the sup-
port just slightly exceeded the limit, but in the case of the 
most flexible type C bracket, the strains turned out to be 
significantly below limit, and for the relatively stocky type 
B bracket, a conspicuous exceeding of the allowable strains 
took place. In order to justify the assumptions made for the 
purpose of the above analysis, the comparison of analyses 
results for bracket models with the use of various stress-
strain diagrams and the influence of assuming various ULS 
criteria was carried out. The diagrams presented in Fig. 16 
clearly show that a strain of 0.2 % took place at a relatively 
low load and during a very early phase of bracket deflec-
tion. Assuming a 0.2 % strain as limit for ULS is extremely 
conservative and – in the authors' opinion – unjustified for 
carrier brackets. For that reason, in the performed analy-
ses, reaching a strain of 5 % is to constitute ULS. Table 3 
Presents a significant difference between limit loads that 
meet the ULS from the model based on CSM in relation to 
the model using traditional diagram without strain harden-
ing. In the case of a stocky type B bracket, the application 
of the CSM, which constitutes a better approximation of the 
actual material stress-strain relationship within the range of 
relevant stress values allows one to assume a load by 17 % 
higher than when assuming the traditional bilinear diagram. 
A significant difference in strains with the same load and 
with different assumptions about the stress-strain diagram 
can be seen in Fig. 17. Within the range of acceptable dis-
placements, the difference in meeting SLS are less relevant 
and are about 4 %. 
6 Conclusions
It is a designer's decision to determine the maximum 
acceptable force the application of which will not exceed 
ultimate limit state and serviceability limit state of the 
carrier bracket. Due to the individual character of each 
implementation of the facade cladding it may turn out 
that the range of carrier brackets tested by the manufac-
turer is insufficient – in this case, FEM analysis can be 
performed.
Based on the analysis presented in the article, following 
conclusions can be formulated.
The carried out analysis proved that the proposed FEM 
modeling method is useful for engineering design which is 
confirmed by satisfactory compliance between the results 
obtained by means of the FEM analysis with the average 
results of the load-displacement relationship obtained by 
means of laboratory tests.
Based on the performed research, it was observed 
that, for the considered asymmetrical brackets made of 
a cold-formed angled bracket, the zone that has the big-
gest influence on their load-bearing capacity is the area 
around a bolt hole which becomes plasticized first. It can 
be determined that non-symmetrical bracket solutions 
made of a cold-formed angled bracket are not economical. 
Due to a low rigidity of the support zone, the brackets are 
subject to local deformations in that zone, while not tak-
ing advantage of the cantilever part material. As a result, 
in order to lower material investments when producing 
elements, different bracket solutions – such as designing 
brackets of variable wall thickness (made of thicker sheets 
in the support section and thinner in the cantilever section) 
– should be explored.
In the FEM analysis of the carrier brackets made of 
stainless steel it is recommended to assume 5 % strain as 
a limit for ULS in accordance to EN 1993-1-4 [5]. In this 
case, the use of a conservative value of 0.2 % strain is 
unjustified. The carried out research also showed a signif-
icant reserve in structure's load bearing capacity between 
ULS according to EN 1993-1-4 [5] and failure. In the case 
of a type A bracket being analyzed, failure took place at 
the load that exceeded by three times the ULS limit load 
causing a 5 % strain.
Depending on the bracket's overhang, the vertical force 
that meets the typical SLS condition of 3 mm displacement, 
can constitute a safe load or a load that causes strain above 
the 5 % limits. It depends on the rigidity of the designed 
bracket, and especially on the ratio of the bracket's over-
hang to its height.
The carried out analysis proved that using a traditional 
bilinear diagram without strain hardening leads to a signif-
icant underestimation of the permissible load due to ULS 
compared to the tests results or the engineering approach 
according to CSM (see Table 3, Figs. 16, 17). In practical 
stainless steel bracket design, it is recommended to use 
elasto-plastic material model with a stress-strain diagram 
based on CSM. 
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